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6" MIN.
48” CONCRETE PIPE It
\/ PLASTIC SANITARY
A R o e 6" MIN. SEWER SECONDARY
3" MAX. WITH 45° B R e FORCE MAIN PIPE
NON—SHRINK GROUT CHAMFER I L P Y
MANHOLE ADAPTER GASKET COLLARAA
(NON-SHRINK GROUT)
MANHOLE BASE \
P \CONCRETE COLLAR (3°X3°X3’)
DRAIN ROCK

NOTES:
A NON-SHRINK GROUT SHALL HAVE THE FOLLOWING CHARACTERISTICS:

3000 PSI MIN. COMPRESSIVE STRENGTH AT 28 DAYS, MIN. 6 SACKS OF CEMENT PER CUBIC YARD
AND SLUMP AT 1 TO 4 INCHES. ALL MATERIAL SHALL CONFORM TO SSPWC SECTION 202.

AN AGENCY—-APPROVED FORM OF SEAL OR WATER STOP IS REQUIRED ON ALL SANITARY SEWER
INSTALLATIONS AND IN OTHER APPLICATIONS AS REQUIRED BY THE CITY TO PROVIDE A WATERTIGHT
CONNECTION.  UTILIZE A ROMAC STYLE "LCT" MANHOLE ADAPTER GASKET OR APPROVED EQUAL

IN CONJUNCTION WITH THE NON-SHRINK GROUT.

CONCRETE COLLAR SHALL BE PORTLAND CEMENT CONCRETE (P.C.C.) AND SHALL HAVE THE
FOLLOWING CHARACTERISTICS: 3000 PSI MIN. COMPRESSIVE STRENGTH AT 28 DAYS, MIN. 6 SACKS

OF CEMENT PER CUBIC YARD WITH SLUMP AT 1 TO 4 INCHES. ALL MATERIAL SHALL CONFORM
10 SSPWC, SECTION 202.

ALL PIPE OPENINGS TO NEW MANHOLES MUST BE EITHER CAST—IN—PLACE OR PRE—FORMED AND
PIPE OPENINGS TO EXISTING MANHOLES MUST BE CORE DRILLED.
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